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PREFACE

This Standard was prepared by the Standards Australia Committee BD/56, Emergency
Warning and Intercommunication Systems in Buildings. It is Part 1 of a two-part
Standard, the parts of which are as follows:

AS
2220 Emergency warning and intercommunication systems in buildings

Part 1: Equipment design and manufacture (this Standard)
Part 2: System design, installation and commissioning

This Standard together with AS 2220.2 superseded AS 2220—1978,Emergency
warning and intercommunication systems for buildings.

This Standard provides more detailed requirements than AS 2220—1978 but it does
not differ in the overall intent of that Standard.

AS 1851,Maintenance of fire protection equipment, Part 10: Emergency warning and
intercommunication systems, specifies the periodic inspection and maintenance
requirements to ensure continued effective functioning of the emergency warning and
intercommunication systems designed and installed in accordance with AS 2220.

This Standard does not seek to define the buildings in which these systems are to be
used as it is considered that this is the responsibility of the Building Authority in the
area concerned.

 Copyright STANDARDS AUSTRALIA

Users of Standards are reminded that copyright subsists in all Standards Australia publications and software. Except where the
Copyright Act allows and except where provided for below no publications or software produced by Standards Australia may be
reproduced, stored in a retrieval system in any form or transmitted by any means without prior permission in writing from
Standards Australia. Permission may be conditional on an appropriate royalty payment. Requests for permission and information on
commercial software royalties should be directed to the head office of Standards Australia.

Standards Australia will permit up to 10 percent of the technical content pages of a Standard to be copied for use
exclusively in-house by purchasers of the Standard without payment of a royalty or advice to Standards Australia.

Standards Australia will also permit the inclusion of its copyright material in computer software programs for no royalty
payment provided such programs are used exclusively in-house by the creators of the programs.

Care should be taken to ensure that material used is from the current edition of the Standard and that it isupdated whenever the
Standard is amended or revised. The number and date of the Standard should therefore be clearly identified.

The use of material in print form or in computer software programs to be used commercially, with or without payment, or in
commercial contracts is subject to the payment of a royalty. This policy may be varied by Standards Australia at any time.
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